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BACA BAGLANTI DETAYI
DETAIL OF CHIMNEY
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DIS ORTAMA BOSALTINIZ
DISCHARGE TO OUTSIDE
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KANALIZASYON BAGLANTISI

DISCHARGE TO SEWER KANALIZASYON BAGLANTISI

DISCHARGE TO SEWER
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* Bu sayfadaki bilgi ve 6lgilerin tim hakki Alba Makina Tic. ve
Ltd. Sti.'ye aittir. |zinsiz kullanimi yasaktir.

LG Su Seviye Gostergesi Level Gauge
MP Maksimum Basing Otomatigi Max. Pressure Switch
RP . Kademe Basing Otomatigi st Stage Pressure Switch
SP Emniyet Basing Otomatigi Safety Pressure Switch
T ITermometre [Thermometer
M Manometre Manometer
20 Kondens Donusi Condansate Return
19 [Tasma Hatti Overflow
18 Mekanik Samandira Float
17 Cekvalf Check Valve
16 Kavitasyon Pompasi Booster Pump
15 Kiresel Vana Globe Valve
14 Y Tipi Pislik Tutucu Y-Filter
13 Elekirik Panosu Electrical Panel
12 Fan Fan
11 Buhar Seperatoru Steam Seperator
10 Buhar Cikis Vanasi Steam Outlet Valve
9 Kiresel Vana Globe Valve
8 Besi Pompasi Feed Pump
7 Aritma Grubu \Water Softener
6 Emniyet Ventili Safety Valve
5 Buhar Kolektori Steam Collector
4 Kondenser Grubu By-Pass Group
3 Kondens Tanki Condansate Tank
2 Yakit Girisi-Gaz Yolu Fuel Inlet-Multibloc
1 Buhar Jeneratori Steam Generator
Num. Adet [Agiklama Description
MALZEME |OLCEK ,
ALBA MAKINA San. Tic. Ltd. Sti.
1:50
CiZEN |O. YAVAS Parca Adi Parca Kodu
ONAY |C. ALBAYRAK |Dikey Buhar Jeneratérii P&ID
TARIH iSLEM YERI PARCA NO ADET SAYFA | SAYFADIR
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